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PANEL LDP1 
TAGE: 208Y/120 PHASE: 3 BUSAMPS: 800A MSURFACE MOUNTED kAIC RATING:VO 

3 

3 

3 

3 

200 

200 

400 

WIRE 

NO SZ ' 

WIRE:4 

CIRCUIT 

DESCRIPTION 

PANEL L-ENG1 &LENG2 

SPARE 

PANEL LK1 &LK2 

PANEL LM1 

MAIN BREAKER AMPS: 800A 

LOAD-KVA CKT BRKR 

PHA PHB PHC 3 PH NO. P AMPS 
8.3 

7.9 0.0 4 3 200 
6.7 

10 3 200 

20.9 
13.8 12.9 16 3 200 

18.0 
7.7 

10.3 0.0 22 3 200 
10.3 

WIRE 

NO SZ 

□ FLUSH MOUNTED 

CIRCUIT 

DESCRIPTION 

PANELL-HMS 

PANEL L-IPS 

PANEL L-ADMIN 

PANELL-LAND 

65,000 

LOAD-KVA 

PHA PHB PHC 
4.0 

3.8 
3.6 

2.2 
12 

2.4 
6.5 

5.1 
4.9 

0.7 
0.7 

0.7 

3 PH 

0.0 

0.0 

0.0 

0.0 

3 SPACE 28 3 SPACE 

3 
2 

2 

80 

80 

SPACE 
FUTURE ECAR 

FUTURE ECAR 

TOT AL LEFT SIDE 
TOT AL RIGHT SIDE 
TOT AL 

36.9 
13.3 
50.2 

32.0 
14.0 
46.0 

34.9 
12.8 
47.8 

12.9 
0.0 

12.9 

34 

40 

3 

2 20 2 12 

SPACE 

DSS-1 (IN) (OUT) 

TOT AL RIGHT SIDE 13.3 

TOT AL CONNECTED LOAD 

1.2 

14.0 

1.2 

12.8 0.0 

156.8 

208Y/120 

WIRE 

AMPS NO SZ 

20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 

2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 

PANEL L-ENG1 
PHASE: 3 

WIRE:4 

CIRCUIT 
DESCRIPTION 

MRF RM 100M 
I-ENDING 100L 
TOILET 100K 
JAN 100N 
OFFC 106A 
STOR 106B 
CLASSRM 106 
CLASSRM 106 
CLASSRM 106 
CLASSRM 106 
TOILETS 1001-J 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 

TOT AL LEFT SIDE 
TOT AL RIGHT SIDE 
TOT AL 

BUS AM PS: 200A 

MAIN BREAKER AMPS: MLO 

LOAD-KVA 

PHA PHB PHC 3 PH 
0.4 

0.7 
0.7 

0.7 

0.7 
1.1 

0.5 
0.9 

04 

2.7 2.9 2.0 0.0 
0.0 D.O 0.0 0.0 
2.7 2.9 2.0 0.0 

CKT BRKR 
NO. P 

2 
4 
6 
B 

10 
12 
14 
16 
18 
20 
22 
24 
26 
28 
30 
32 
34 
36 
38 
40 
42 

WIRE 
AMPS NO SZ 

20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 

2 10 
2 10 
2 10 
2 10 
2 10 

[xlsURFACE MOUNTED 

□ FLUSH MOUNTED 

CIRCUIT 
DESCRIPTION 

COMM EQPT 
COMM EQPT 
COMM EQPT 
COMM EQPT 
FIRAAI.AA.M 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 

TOT AL RIGHT SIDE 

kAIC RATING: 

22,000 

LOAD-KVA 

PHA PHB PHC 3 PH 

0.0 0.0 0.0 0.0 

TOT AL CONNECTED LOAD 7.6 

VOLTAGE: 

CKT BRKR 

NO. P 

1 
3 
5 
7 
9 

11 
13 
15 
17 
19 
21 
23 
25 
27 
29 
31 
33 
35 
37 
39 
41 

' NOTES 

208Y/120 

WIRE 

AMPS NO SZ 

20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
2D 
20 
20 
20 
20 
20 
20 
20 
20 
20 

2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 

PANEL L-ENG2 
PHASE: 3 

WIRE:4 

CIRCUIT 

DESCRIPTION 

CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 
CLASS RM 107 

TOT AL LEFT SIDE 
TOT AL RIGHT SIDE 
llJIAI. 

BUSAMPS: 200A 

MAIN BREAKER AMPS: MLO 

LOAD-KVA 

PHA PHB PHC 3 PH 

04 
0A 

0.4 
0.7 

0.7 
0.7 

0.7 
0.7 

0.7 
0.7 

0.4 
0.4 

0.5 
0.7 

0.7 
0.2 

0.2 
0.2 

0.2 
0.2 

0.2 

3.4 3.2 3.2 0.0 
2.2 1.8 1.4 0.0 
b.6 b.O 4./ U.O 

CKT BRKR 

NO. P 

2 
4 
6 
8 

10 
12 
14 
16 
18 
20 
22 
24 
26 
28 
30 
32 
34 
36 
38 
40 
42 

WIRE 

AMPS NO SZ 

20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 

2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 

[xlsuRFACE MOUNTED 

□ FLUSH MOUNTED 

kAIC RATING: 

22,000 

LOAD-KVACIRCUIT 

DESCRIPTION PHA PHB PHC 3 PH 

RM 107A 
RM 107B 
ROBOT STOR 1D7C 
ROBOT STOR 107C 
ROBOT STOR 107C 
STOR 107D 
STOR 107D 
STOR 107D 
RM 107CNTRRCPT 
ROBOT STOR 107C 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 
SPARE 

07 
0.7 

04 
0.4 

0.4 
07 

0.7 
0.7 

0.4 
0.4 

TOT AL RIGHT SIDE 2.2 1.8 1.4 0.0 

I u I l'J.. CUNNcC I cU LUAU 1 b 3 
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208Y/120 

WIRE 

P AMPS NO SZ 

1 20 2 12 

3 

3 

2 

OTES 

20 

20 

40 

30 

20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 

2 12 

2 10 

2 8 

2 10 

2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 

PHASE: 3 

WIRE:4 

CIRCUIT 

DESCRIPTION 
WAI.K-N CLR 
WAI.K-N CLR COIL 

WAI.K-N CLR COMP 

DISHWASHER 

W/D 

ICE MACHINE 
1-GAI. BLENDER 
FOOD PROCESSOR 
SLICER 
SLICER 
1-GAI. BLENDER 

FOOD PROCESSOR 
2-DR FRIDGE 
2-DR FREEZER 
SPARE 
SPARE 

TOT l'J.. LEFT SIDE 
TOT l'J.. RIGHT SIDE 
TOTl'J.. 

BUSAMPS: 400A 

MAIN BREAKER AMPS: MLO 

LOAD-KVA CKT BRKR 

PHA PHB PHC 3 PH NO. P 

1.7 2 1 
0.2 4 

6 
2.5 8 

10 
12 

10.4 14 
16 

3.6 18 
3.6 20 

0.8 22 
1.4 24 

1.4 26 
04 28 

0.4 30 
1.4 32 

14 34 
0.9 

1.7 38 3 
40 2 
42 1 

9.8 2.8 6.3 12.9 
6.4 6.9 7.0 0.0 
16.2 9.6 13.3 12.9 

WIRE 

AMPS NO SZ 
20 2 10 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 

30 
20 

2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 

2 10 

v1DE WITH FEED THRU LU ST O PANEL LK2 

0SURFACE MOUNTED 

□ FLUSH MOUNTED 

CIRCUIT 

DESCRIPTION 
COFFEE BREWER 
ICETEABREWER 
INDCTN COOK TOP 
SCALES 
IMMER. BLENDER 
6QT MIXER 
WARMERS 
20QT MIXER 
20QT MIXER 
ANSUL (ITEM #34) 
ANSUL (ITEM #34) 
ANSUL (ITEM #44) 
CNWRTOASTER 
SPAA.E 
SPAA.E 
SPAA.E 
SPAA.E 

DISHWASHER 
HWH-7 
SPAA.E 

TOT AL RIGHT SIDE 

kAIC RATING: 

22,000 

LOAD-KVA 

PHA PHB PHC 3 PH 
1.3 

1.6 
1.7 

0.2 
0.3 

0.3 
14 

0.7 
0.7 

1.7 
1.7 

1.7 
1.7 

25 
2.5 

6.4 6.9 7.0 0.0 

TOT AL CONNECTED LOAD 52.0 

VOLTAGE: 

CKT BRKR 

208Y/120 

WIRE 
NO. P AMPS NO SZ 

1 

3 
5 
7 
9 

11 
13 
15 
17 2 
19 
21 2 
23 
25 2 
27 
29 2 
31 

33 
35 
37 
39 
41 

' NOTES 

20 
20 
20 
20 
20 
20 
20 
20 
20 

20 

20 

20 

20 
20 
20 
20 
20 

2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 

2 12 
2 12 
2 12 
2 12 
2 12 

NEW PANEL L-KTCH2 (LK2) 
PHASE: 3 

WIRE:4 

CIRCUIT 
DESCRIPTION 

WARMERS 
20QT MIXER 
20QT MIXER 
ANSUL (ITEM #34) 
AN SUL (ITEM #34) 
AN SUL (ITEM #44) 
TOILET 105-B-C 
OFFC 105A 
105D RCPT 

105D RCPT 

105D RCPT 

105D RCPT 

CLASSRM 105 
CLASSRM 105 
CLASSRM 105 
CLASSRM 105 
CLASSRM 105 

TOT AL LEFT SIDE 
TOT AL RIGHT SIDE 
TOT AL 

BUSAMPS: 400A 

MAIN BREAKER AMPS: MLO 

LOAD-KVA 

PHA PHB PHC 3 PH 
1.4 

0.7 
0.7 

1.7 
1.7 

1.7 

0.4 
0.4 

0.4 
0.4 

0.9 

3.5 3.1 3.7 0.0 
U 1.1 1.1 0.0 
4.7 4.2 4.8 0.0 

CKT BRKR 
NO. P 

2 
4 
6 
8 

10 
12 
14 
16 
18 
20 
22 
24 
26 
28 
30 
32 
34 
36 
38 
40 
42 

. FED WITH FEED THRU LUGS FR M PANEL LK1 

WIRE 
NO SZ 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 

0 SURFACE MOUNTED 

□ FLUSH MOUNTED 

' 
CIRCUIT 

DESCRIPTION 
KTCHN 105D 
KTCHN 105D 
KTCHN 105D 
CLASSRM 105 
CLASSRM 105 
CLASSRM 105 
KTCHN 105D 
KTCHN 105D 
KTCHN 105D 
KTCHN 105D 
RCPT 105D-I 
RCPT 105G-H 
RCPT 105D-E 

SPARE 
SPAA.E 
SPAA.E 
SPAA.E 
SPARE 
SPAA.E 
SPARE 
SPAA.E 

TOTAi.RiGHT SIDE 

kAIC RATING: 

22,000 

LOAD-KVA 

PHA PHB PHC 3 PH 
0.2 

0.2 
0.2 

0.2 
0.2 

0.2 
0.2 

0A 
04 

04 
0A 

0.4 
04 

1.3 1.1 1.1 0.0 

TUTAL CONNECT ED LOAD 13.7 

PANELL-HMS 
VOLTAGE: 208Y/120 PHASE: 3 BUSAMPS: 200A [xlsuRFACE MOUNTED kAIC RATING: 

WIRE: 4 MAIN BREAKER AMPS: MLO □ FLUSH MOUNTED 22,000 

CKT 

NO. 

BRKR WIRE CIRCUIT 

DESCRIPTION 

LOAD-KVA CKT 

NO. 

BRKR WIRE CIRCUIT 

DESCRIPTION 

LOAD-KVA 

P AMPS NO SZ PHA PHB PHC 3 PH P AMPS NO SZ PHA PHB PHC 3 PH 
1 20 2 12 RM 102B 0.7 2 20 2 12 CLASSRM 101 0.7 
3 20 2 12 RM 102B 0.7 4 20 2 12 CLASSRM 101 0.9 
5 20 2 12 RM 102B 6 20 2 12 CLASSRM 101 0.9 
7 20 2 12 RM 102B 0.7 8 20 2 12 CLASSRM 101 0.5 
9 20 2 12 OFFC 102A 0.7 10 20 2 12 CLASSRM 101 0.7 

11 20 2 12 CLASSRM 102 0.9 12 20 2 12 CLASSRM 101 0.7 
13 20 2 12 CLASSRM 102 0.9 14 20 SPAA.E 
15 20 2 12 RR 102D/STOR 102E 0.4 16 20 SPAA.E 
17 20 2 12 MED PREP 102C DA 18 20 SPAA.E 
19 20 2 12 MED PREP 102C 04 20 20 SPAA.E 
21 20 2 12 MED PREP 102C 0.4 22 20 SPAA.E 
23 20 SPARE 24 20 SPAA.E 
25 2D SPAA.E 26 20 SPAA.E 
27 20 SPAA.E 28 20 SPAA.E 
29 2D SP/>RE 30 20 SPAA.E 
31 20 SPARE 32 20 SPAA.E 
33 20 SPARE 34 20 SPAA.E 
35 2D SPAA.E 36 20 SPAA.E 
37 20 SPAA.E 38 20 SPAA.E 
39 20 SPAA.E 40 20 SPAA.E 
41 20 SPARE 42 20 SPAA.E 

TOT AL LEFT SIDE 2.7 2.2 2.0 0.0 TOT AL RIGHT SIDE 1.3 1.6 1.6 0.0 
TOT AL RIGHT SIDE 1.3 1.6 1.6 0.0 
I U I AL 4.0 3.8 J.6 O.U I u I AL CUNNcC I cU LUAU 1U 

• NOTES' 

1. P 

REVISIONS 
No. DATE DESCRIPTION 
1 07/18/22 ADDENDUM 3 

2 07/29/22 ADDENDUM 5 

DRAWN BY: DWG 
REV'D BY: DWG 
DATE: 06/17/2022 
SCALE: AS SHOWN 

PANEL SCHEDULES 

E-503 
SHEET X of X 

PANEL L-LAND 
VOLTAGE: 208Y/120 PHASE: 3 BUS AMPS: 200A [xlsuRFACE MOUNTED kAIC RATING: 

WIRE:4 MAIN BREAKER AMPS: MLO □ FLUSH MOUNTED 22,000 

CKT 

NO. 

BRKR 

P AMPS 

WIRE 

NO SZ 

CIRCUIT 

DESCRIPTION 

LOAD - KVA CKT 

NO. 

BRKR 

P AMPS 

WIRE 

NO SZ 

CIRCUIT 

DESCRIPTION 

LOAD-KVA 

PHA PHB PHC 3 PH PHA PHB PHC 3 PH 

20 2 12 STOR 101E 0A 2 1 20 SPARE 
3 20 2 12 STOR 101E 0.4 4 20 SPARE 
5 20 2 12 STOR 101E 0.4 6 20 SPAA.E 
7 20 2 12 STOR 101E 0.4 8 20 SPAA.E 
9 20 2 12 STOR 101E 0.4 10 20 SPAA.E 
11 20 2 12 STOR 101E 0.4 12 20 SPARE 
13 20 SPAA.E 14 20 SPARE 
15 20 SPAA.E 16 20 SPARE 
17 20 SPARE 18 20 SP/>RE 
19 20 SPAA.E 20 20 SPAA.E 
21 20 SPAA.E 22 20 SPAA.E 
23 20 SP/>RE 24 20 SPARE 
25 20 SPAA.E 26 20 SPARE 
27 20 SPAA.E 28 20 SPAA.E 
29 20 30 20 SP/>RE 

TOTAL LEFT SIDE 0.7 0.7 0.7 0.0 TOT AL RIGHT SIDE 0.0 0.0 0.0 0.0 
I U I AL KIGH I SIDc 0.0 0.0 0.0 0.0 
TOTAL 0.7 0.7 0.7 0.0 TOT AL CONNECTED LOAD 2.2 

' NOTES 

15 

1 
21 

29 
3 
3 
35 
3 
3 
41 

208Y/120 

WIRE 

AMPS NO SZ 

20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 

2 12 
2 12 
2 1 D 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 

PHASE: 3 

WIRE:4 

CIRCUIT 

DESCRIPTION 

MAIN Hl'J..L RCPT 
MAIN HALL RCPT 
MAIN HALL WTR FT 
MAIN Hl'J..L RCPT 
LOBBY RCPT 
LOBBY RCPT 
LOBBY RCPT 
LOBBY RCPT 
LOBBY FL RCPT 
LOBBY FL RCPT 
LOBBY FL RCPT 
LOBBY FL RCPT 
SPAA.E 
SPAA.E 
SPAA.E 
SPAA.E 
SPAA.E 
SPAA.E 
SPARE 
SPARE 
SPARE 

TOT AL LEFT SIDE 
TUT AL RIGHT SIDE 
I U I AL 

BUS AMPS: 200A 

MAIN BREAKER AMPS: MLO 

LOAD-KVA 

PHA PHB PHC 3 PH 
04 

0.7 
1.0 

0A 
0.4 

0A 
04 

0.4 
0A 

DA 
0.4 

0A 

14 1.8 2.1 0.0 
0.7 1.4 U.4 0.0 
2.2 J.2 2.4 0.0 

CKT BRKR 
NO. P 

2 
4 
6 
8 

10 
12 
14 
16 
18 
20 
22 
24 
26 
28 
30 
32 
34 
36 
38 
40 
42 

WIRE 
AMPS NO SZ 

20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 

2 12 
2 12 
2 12 
2 12 
2 10 

0suRFACE MOUNTED 

□ FLUSH MOUNTED 

' 
CIRCUIT 

DESCRIPTION 
EXT CRT YD RCPT 
EXT CRTYD RCPT 
EXT CRTYD RCPT 
EXT CRTYD RCPT 
WATER COOLER 
SPARE 
SPAA.E 
SPAA.E 
SPAA.E 
SPARE 
SPARE 
SPAA.E 
SPAA.E 
SPAA.E 
SPAA.E 
SPAA.E 
SPAA.E 
SPAA.E 
SPARE 
SPARE 
SPARE 

TOTAL RIGHT SIDE 

kAIC RATING: 

22,000 

LOAD-KVA 

PHA PHB PHC 3 PH 
0A 

0.4 
DA 

0.4 
1.0 

0.7 1.4 0.4 0.0 

I U I AL CUNNcC I cU LUAU 

C 

N 

LTAGE: 

BRKR 
p 

208Y/120 

WIRE 

AMPS NO SZ 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 

2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 

PANEL L-ADMIN 
PHASE: 3 

WIRE:4 

CIRCUIT 

DESCRIPTION 
OFFC 104-P 
OFFC 104-0 
OFFC 104-N 
OFFC 104-M 
OFFC 104-L 
CONF 104-B 
WRK AA.EA 104-A 
BRKRM 104-C 
BRKRM 104-C 
RM 104-F-G-H-I 
WAT ER COOLER 
ST OR/FILE 
CLINIC 104-J 
RM 100-A-B-C 
SPAA.E 
SPAA.E 
SPAA.E 
SPAA.E 
SPAA.E 
SPAA.E 
SPAA.E 

TOT AL LEFT SIDE 
TOT AL RIGHT SIDE 
TOT AL 

BUS AMPS: 200A 

MAIN BREAKER AMPS: MLO 

LOAD-KVA 

PHA PHB PHC 3 PH 

0.7 
0.7 

0.7 
0.9 

1.1 
0.4 

0.4 
0.7 

0A 
0.7 

0.5 
1.2 

3.8 3.3 2.7 0.0 
2.7 1.8 2.2 0.0 
6.5 5.1 4.9 0.0 

CKT BRKR 

NO. P 
2 
4 
6 
8 
10 
12 
14 
16 
18 
20 
22 
24 
26 
28 
30 
32 
34 
36 
38 
40 
42 

WIRE 

AMPS NO SZ 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 
20 

2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 
2 12 

0suRFACE MOUNTED 

LJFLUSH MOUNTED 

' 
CIRCUIT 

DESCRIPTION 
OFFC 103A 
STOR 103-E 
CLASSRM 103 
CLASSRM 103 
CLASSRM 103 
CLASSRM 103 
CLASSRM 103 
vESTIBULE 100 
vESTIBULE 100 
VESTIBULE 100 
vESTIBULE 100 
vESTIBULE 100 
SPARE 
SPAA.E 
SPARE 
SPARE 
SPARE 
SPAA.E 
SPAA.E 
SPAA.E 
SPARE 

TOT AL RIGHT SIDE 

kAIC RATING: 

22,000 

LOAD-KVA 

PHA PHB PHC 3 PH 
0.7 

0.5 
0.7 

0.7 
0.7 

0.9 
0.9 

0.2 
0.2 

0.4 
0.4 

0.4 

2.7 1.8 2.2 0.0 

TOT AL CONNECTED LOAD 16.5 

GIBSON 
ENGINEERING 

2100 LUBNA DR 
CHRISTIANSBURG YA 24073 

P. 540.998.6069 

16 - 0- 8 




